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1. CONTRACTOR IS RESPONSIBLE TO OBTAIN A COMPLETE SET OF CONTRACT DOCUMENTS, CONTRACTOR IS RESPONSIBLE TO OBTAIN A COMPLETE SET OF CONTRACT DOCUMENTS, ADDENDA, DRAWINGS, AND SPECIFICATIONS. PRIOR TO SUBMITTING PROPOSAL, CONTRACTOR SHALL EXAMINE ELECTRICAL CONSTRUCTION DRAWINGS AND SPECIFICATIONS AND SHALL HAVE VISITED THE CONSTRUCTION SITE.  HE/SHE SHALL BE FAMILIAR WITH THE EXISTING CONDITIONS UNDER WHICH HE/SHE WILL HAVE TO OPERATE AND WHICH WILL IN ANY WAY AFFECT THE WORK UNDER THIS CONTRACT.  NO SUBSEQUENT ALLOWANCE WILL BE MADE IN THIS CONNECTION IN BEHALF OF THE CONTRACTOR FOR ANY ERROR OR NEGLIGENCE ON HIS/HER PART.  DETERMINE THE SEQUENCE OF CONSTRUCTION THROUGHOUT THE PROJECT, INCLUDING TEMPORARY FACILITIES AND CONNECTIONS REQUIRED FOR THE DURATION OF THE PROJECT. 2. ALL TEMPORARY CONNECTIONS SHALL BE CONSIDERED PART OF THIS CONTRACT AND NO ALL TEMPORARY CONNECTIONS SHALL BE CONSIDERED PART OF THIS CONTRACT AND NO EXTRA CHARGES WILL BE ALLOWED.  THIS SHALL INCLUDE MINOR ITEMS OF MATERIAL OR EQUIPMENT NECESSARY TO MEET THE REQUIREMENTS AND INTENT OF THE PROJECT.   3. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE SAFETY OF PERSONS AND PROPERTY THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE SAFETY OF PERSONS AND PROPERTY AND SHALL PROVIDE INSURANCE COVERAGE AS NECESSARY FOR LIABILITY, PERSONAL, AND PROPERTY DAMAGE, TO FULLY PROTECT THE OWNER AND ENGINEER FROM ANY AND ALL CLAIMS RESULTING FROM THIS WORK. 4. THE CONTRACTOR SHALL PROVIDE TO THE CITY OF ALAMEDA A CONSTRUCTION SCHEDULE OF THE CONTRACTOR SHALL PROVIDE TO THE CITY OF ALAMEDA A CONSTRUCTION SCHEDULE OF ALL ELECTRICAL WORK. THE CONSTRUCTION SCHEDULE SHALL IDENTIFY ALL SIGNIFICANT MILESTONES WITH COMPLETION DATES. 5. THE CONTRACTOR SHALL MAINTAIN RECORD DRAWINGS AT THE PROJECT SITE INDICATING ALL THE CONTRACTOR SHALL MAINTAIN RECORD DRAWINGS AT THE PROJECT SITE INDICATING ALL MODIFICATIONS TO ELECTRICAL SYSTEMS. THE CONTRACTOR SHALL, AT THE CONCLUSION OF THE PROJECT, PROVIDE A SET OF REPRODUCIBLE (AUTOCAD), ACCURATE AND NEAT "AS-BUILT" DRAWINGS ACCEPTABLE TO THE ENGINEER. 6. THESE DRAWINGS DO NOT REPRESENT THE EXACT LOCATIONS, SIZES OR EXTENT OF UTILITIES THESE DRAWINGS DO NOT REPRESENT THE EXACT LOCATIONS, SIZES OR EXTENT OF UTILITIES ON SITE. CONTRACTOR SHALL TAKE STANDARD PRECAUTIONS FOR WORK IN EXISTING FACILITIES.  7. EXISTING ELECTRICAL WIRING WHICH WILL NOT BE MADE OBSOLETE AND WHICH WILL BE EXISTING ELECTRICAL WIRING WHICH WILL NOT BE MADE OBSOLETE AND WHICH WILL BE DISTURBED DUE TO CONSTRUCTION CHANGES REQUIRED BY THIS CONTRACT SHALL BE RESTORED TO OPERATING CONDITION, AS REQUIRED AND/OR DIRECTED.  WHERE REQUIRED, SHOWN AND/OR DIRECTED, OUTLETS AND CONDUIT RUNS SHALL BE RELOCATED.  IN SOME CASES IT MAY BE NECESSARY TO EXTEND CONDUITS AND PULL IN NEW WIRING OR INSTALL JUNCTION BOXES AND SPLICE IN NEW WIRING OR REPLACE OLD WIRING WITH NEW. 8. CERTAIN REMODELING OF ELECTRICAL FACILITIES WILL BE REQUIRED IN THE EXISTING CERTAIN REMODELING OF ELECTRICAL FACILITIES WILL BE REQUIRED IN THE EXISTING BUILDING.  EXISTING CONDUIT RUNS ARE GENERALLY NOT SHOWN, ALTHOUGH A FULL ATTEMPT HAS BEEN MADE TO SHOW SOME EXISTING CONDITIONS, OF WHICH INFORMATION HAS BEEN TAKEN FROM EXISTING RECORD DRAWINGS AND/OR LIMITED FIELD INVESTIGATIONS.  THE DRAWINGS SHOWING LOCATION OF EXISTING EQUIPMENT, OUTLETS, FIXTURES, ETC., ARE APPROXIMATE ONLY (CONTRACTOR TO FIELD VERIFY). 9. ALL ELECTRICAL MATERIALS AND EQUIPMENT SHALL BE NEW AND SHALL BE LISTED AND ALL ELECTRICAL MATERIALS AND EQUIPMENT SHALL BE NEW AND SHALL BE LISTED AND LABELED BY A NATIONALLY RECOGNIZED TESTING LABORATORY AND SHALL BE INSTALLED AS PER LISTING OR LABELING (IE. MAXIMUM FUSE SIZE MEANS FUSE PROTECTION IS REQUIRED). 10. ALL ELECTRICAL EQUIPMENT AND INSTALLATION SHALL COMPLY WITH THE FOLLOWING ALL ELECTRICAL EQUIPMENT AND INSTALLATION SHALL COMPLY WITH THE FOLLOWING REQUIREMENTS: a. AMERICAN STANDARD ASSOCIATION (ASA) AMERICAN STANDARD ASSOCIATION (ASA) b. AMERICAN NATIONAL STANDARD INSTITUTE (ANSI) AMERICAN NATIONAL STANDARD INSTITUTE (ANSI) c. AMERICAN SOCIETY OF TESTING MATERIALS (ASTM) AMERICAN SOCIETY OF TESTING MATERIALS (ASTM) d. CALIFORNIA CODE OF REGULATIONS TITLE 24 (CCR) CALIFORNIA CODE OF REGULATIONS TITLE 24 (CCR) e. INSTITUTE OF ELECTRICAL AND ELECTRONIC ENGINEERS (IEEE) INSTITUTE OF ELECTRICAL AND ELECTRONIC ENGINEERS (IEEE) f. INSULATED POWER CABLE ENGINEERS ASSOCIATIONS (IPCEA) INSULATED POWER CABLE ENGINEERS ASSOCIATIONS (IPCEA) g. NATIONAL ELECTRICAL MANUFACTURERS ASSOCIATIONS (NEMA) NATIONAL ELECTRICAL MANUFACTURERS ASSOCIATIONS (NEMA) h. NATIONAL FIRE PROTECTION AGENCY (NFPA) NATIONAL FIRE PROTECTION AGENCY (NFPA) i. ALL LOCAL CODE HAVING JURISDICTION ALL LOCAL CODE HAVING JURISDICTION 11. CONTRACTOR IS RESPONSIBLE FOR COORDINATING ALL CROSSINGS ON NEW UTILITIES WITH CONTRACTOR IS RESPONSIBLE FOR COORDINATING ALL CROSSINGS ON NEW UTILITIES WITH THAT OF EXISTING ON SITE AND IN ADJACENT PROPERTIES. NOTIFY THE ENGINEER IMMEDIATELY OF ANY DEVIATIONS OR DISCREPANCIES FROM THIS PLAN. 12. ALL EXTERIOR EQUIPMENT SHALL BE NEMA 3R RATED.  ALL WALL PENETRATIONS TO ALL EXTERIOR EQUIPMENT SHALL BE NEMA 3R RATED.  ALL WALL PENETRATIONS TO EXTERIOR WALLS SHALL BE SEALED WATER TIGHT. 13. PULLING TAPES:  ALL RACEWAY WITHOUT CABLE OR WIRE SHALL BE INSTALLED WITH A PULLING TAPES:  ALL RACEWAY WITHOUT CABLE OR WIRE SHALL BE INSTALLED WITH A MINIMUM 1100 LBS. STRENGTH TEST POLYESTER PULLING TAPE. PULLING TAPES SHALL BE DETECTABLE MULE-TAPE WITH SEQUENTIAL FOOTAGE MARKING. 14. RUN NO MORE THAN 3 CURRENT CARRYING CONDUCTORS IN ANY WIREWAY UNLESS RUN NO MORE THAN 3 CURRENT CARRYING CONDUCTORS IN ANY WIREWAY UNLESS DE-RATING IS APPROVED BY ENGINEER OR SHOWN ON DRAWINGS. 15. ALL BRANCH CIRCUIT CONDUCTORS SHALL BE COPPER, #10 AWG MINIMUM, RATED FOR 600V, ALL BRANCH CIRCUIT CONDUCTORS SHALL BE COPPER, #10 AWG MINIMUM, RATED FOR 600V, USE THWN, 75 DEGREE CELSIUS. ALL CONDUCTORS SHALL BE STRANDED, SOFT DRAWN ANNEALED COPPER WIRE 98% CONDUCTIVITY, BEARING THE UL LABEL. SYSTEM VOLTAGE SHALL BE IDENTIFIED AS TO VOLTAGE AND PHASE CONNECTIONS BY MEANS OF COLOR IMPREGNATED INSULATION OR APPROVED COLORED MARKING TAPE. 16. WHERE MULTI-HOMERUNS ARE INDICATED ON DRAWINGS INDICATING THE SAME CIRCUIT WHERE MULTI-HOMERUNS ARE INDICATED ON DRAWINGS INDICATING THE SAME CIRCUIT NUMBER, PROVIDE A JUNCTION BOX ABOVE THE ACCESSIBLE CEILING AND ROUTE ONE SET OF WIRES TO THE CIRCUIT BREAKER.  17. REFER TO THE SINGLE LINE DIAGRAM FOR THE CONDUIT AND CONDUCTOR SIZES HOMERUN REFER TO THE SINGLE LINE DIAGRAM FOR THE CONDUIT AND CONDUCTOR SIZES HOMERUN TO ELECTRICAL PANELS. CONDUIT RUNS MAY NOT BE SHOWN ON DRAWINGS, BUT ARE PART OF THIS CONTRACT.  18. ALL CONDUIT RUNS INCLUDING STRAIGHT FEEDER AND BRANCH CIRCUIT SHALL BE PROVIDED ALL CONDUIT RUNS INCLUDING STRAIGHT FEEDER AND BRANCH CIRCUIT SHALL BE PROVIDED WITH SUFFICIENT PULL BOXES OR JUNCTION BOXES TO LIMIT THE MAXIMUM LENGTH OF ANY SINGLE CABLE PULL TO 100 FEET. PULL BOXES SHALL BE SIZED PER CODE OR AS INDICATED ON DRAWINGS. LOCATIONS SHALL BE DETERMINED IN THE FIELD OR AS INDICATED ON THE DRAWINGS.  19. FINAL CONNECTIONS TO ALL EQUIPMENT SHALL BE PER MANUFACTURER'S APPROVED WIRING FINAL CONNECTIONS TO ALL EQUIPMENT SHALL BE PER MANUFACTURER'S APPROVED WIRING DIAGRAMS, DETAILS, AND INSTRUCTIONS. IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO PROVIDE MATERIAL AND EQUIPMENT COMPATIBLE WITH EQUIPMENT ACTUALLY SUPPLIED. 20. DO NOT COMBINE DIFFERENT SYSTEM VOLTAGES IN SAME CONDUIT (EG., 120/208V VS. DO NOT COMBINE DIFFERENT SYSTEM VOLTAGES IN SAME CONDUIT (EG., 120/208V VS. 277/480V), UNLESS APPROVED BY ENGINEER OR SHOWN ON DRAWINGS.  21. ELECTRICAL SYSTEMS SHALL BE INSTALLED FOR FINAL INSPECTIONS. PROVIDE NEUTRAL TEST ELECTRICAL SYSTEMS SHALL BE INSTALLED FOR FINAL INSPECTIONS. PROVIDE NEUTRAL TEST AND PROOF OF TORQUE DURING FINAL INSPECTION FOR ALL UNITS. FINAL TERMINATIONS OF CONDUCTORS TO ELECTRICAL EQUIPMENT AND DEVICES SHALL BE TORQUE WRENCH TIGHTENED TO THE MANUFACTURER'S RECOMMENDED SPECIFICATION, NO EXCEPTION. 22. CIRCUIT BREAKER TERMINALS IN SWITCHBOARDS AND LOAD CENTER SHALL BE UL LISTED AND CIRCUIT BREAKER TERMINALS IN SWITCHBOARDS AND LOAD CENTER SHALL BE UL LISTED AND APPROVED FOR USE WITH COPPER 75 DEGREE CELSIUS CONDUCTORS. 23. SIZES OF BREAKERS, SWITCHES, FUSES AND FEEDERS ARE BASED ON DESIGNED EQUIPMENT SIZES OF BREAKERS, SWITCHES, FUSES AND FEEDERS ARE BASED ON DESIGNED EQUIPMENT SIZES. THESE SIZES SHALL BE ADJUSTED TO SATISFY REQUIREMENTS OF ACTUAL INSTALLED OR SUBSTITUTE EQUIPMENT. UP SIZING OR DOWNSIZING OF FEEDERS SHALL BE PROVIDED WITHOUT ADDITIONAL COST TO THE OWNER. 24. AS REQUIRED ALL OVERSIZED FEEDERS THAT WERE ADJUSTED IN SIZE TO COMPENSATE FOR AS REQUIRED ALL OVERSIZED FEEDERS THAT WERE ADJUSTED IN SIZE TO COMPENSATE FOR VOLTAGE DROP SHALL BE PROVIDED WITH ADAPTER LUGS OR SPLICE BOX. ADAPTER LUGS SHALL BE PROVIDED IF SIZE IS AVAILABLE.  OTHERWISE PROVIDE CABLE SPLICES IN THE SPLICE BOX TO REDUCE CABLES TO THE MAXIMUM SIZE THAT THE BREAKER LUGS CAN ACCOMMODATE. 25. CONTRACTOR SHALL BE RESPONSIBLE FOR ALL SAW-CUTTING, TRENCHING, BACKFILLING, CONTRACTOR SHALL BE RESPONSIBLE FOR ALL SAW-CUTTING, TRENCHING, BACKFILLING, COMPACTION AND PATCHING OF CONCRETE AND ASPHALT AS REQUIRED TO COMPLETE WORK. USE EXTREME CAUTION WHEN TRENCHING NEAR EXISTING UNDERGROUND UTILITY LINES. CONTRACTOR SHALL PROVIDE ALL REQUIRED CUTTING, PATCHING, PAINTING, AND REPAIRS NECESSARY TO RESTORE DAMAGED SURFACES TO EQUAL OR BETTER THAN ORIGINAL CONDITIONS EXISTING AT THE START OF WORK. 26. ALL ELECTRICAL EQUIPMENT SHALL BE BRACED OR ANCHORED TO RESIST HORIZONTAL FORCE ALL ELECTRICAL EQUIPMENT SHALL BE BRACED OR ANCHORED TO RESIST HORIZONTAL FORCE ACTING IN ANY DIRECTION IN ACCORDANCE WITH THE REQUIREMENTS OF THE LATEST EDITION OF ASCE. ASCE. 27. RIGID GALVANIZED STEEL CONDUIT SHALL BE USED FOR ALL ABOVE GRADE EXTERIOR RIGID GALVANIZED STEEL CONDUIT SHALL BE USED FOR ALL ABOVE GRADE EXTERIOR APPLICATIONS, ALL CONDUITS LARGER THAN 2” TRADE DIAMETER, AND ALL INDOOR CONDUITS  TRADE DIAMETER, AND ALL INDOOR CONDUITS BELOW EIGHT (8) FEET FROM FINISHED FLOOR.  28. ELECTRICAL METALLIC TUBING (EMT) IS ONLY ALLOWED IN INTERIOR LOCATION ABOVE EIGHT ELECTRICAL METALLIC TUBING (EMT) IS ONLY ALLOWED IN INTERIOR LOCATION ABOVE EIGHT (8) FEET FROM FINISHED FLOOR AND WHEN ENTERING A PANEL FROM ABOVE. 29. POLYVINYL CHLORIDE (PVC) SCHEDULE 40 MAY BE INSTALLED BENEATH SLAB AND POLYVINYL CHLORIDE (PVC) SCHEDULE 40 MAY BE INSTALLED BENEATH SLAB AND UNDERGROUND INSTALLATION. INSTALL PVC COATED RIGID STEEL CONDUIT FOR TRANSITION FROM UNDERGROUND TO ABOVE GRADE INSTALLATION.  30. WHEN A DISCREPANCY IN QUANTITY OR SIZE OF CONDUIT, WIRE, EQUIPMENT, CIRCUIT WHEN A DISCREPANCY IN QUANTITY OR SIZE OF CONDUIT, WIRE, EQUIPMENT, CIRCUIT BREAKERS, ETC., ARISES ON THE DRAWINGS OR SPECIFICATIONS, CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING AND INSTALLING ALL MATERIAL REQUIRED BY THE MOST STRINGENT CONDITIONS NOTED ON THE DRAWINGS OR IN THE SPECIFICATIONS TO PROVIDE A COMPLETE AND OPERABLE SYSTEM, OR AS DIRECTED BY ENGINEER.  31. PROVIDE PERMANENT IDENTIFICATION (NAMEPLATES) FOR ALL ELECTRICAL PANELS, PROVIDE PERMANENT IDENTIFICATION (NAMEPLATES) FOR ALL ELECTRICAL PANELS, SWITCHBOARDS, MOTOR CONTROL CENTERS, DISCONNECT SWITCHES, TRANSFORMERS, TERMINAL CABINETS, LIGHTS AND PULL BOXES.  32. ALL FINAL ELECTRICAL CONNECTIONS TO OWNER FURNISHED EQUIPMENT SHALL BE MADE BY ALL FINAL ELECTRICAL CONNECTIONS TO OWNER FURNISHED EQUIPMENT SHALL BE MADE BY THE ELECTRICAL CONTRACTOR. 33. ALL SPLICES AND TERMINALS SHALL BE 3M SCOTHCAST CONNECTOR SEALING PACK OR ALL SPLICES AND TERMINALS SHALL BE 3M SCOTHCAST CONNECTOR SEALING PACK OR APPROVED EQUAL. 34. LABEL ALL CONDUIT WHERE IT BEGINS, AND WHERE IT TERMINATES INTO A BOX, PANEL, LABEL ALL CONDUIT WHERE IT BEGINS, AND WHERE IT TERMINATES INTO A BOX, PANEL, DEVICE, LOAD, OR DISCONNECT.  LABEL SHALL BE PERMANENT PRINTED LABELS (DESCRIBING SOURCE, CIRCUIT, AND LOAD) LEGIBLE FROM FLOOR WHERE POSSIBLE (STANDING POSITION). 35. CONTRACTOR'S FAILURE TO ORDER OR RELEASE ORDER FOR MATERIALS AND/OR EQUIPMENT CONTRACTOR'S FAILURE TO ORDER OR RELEASE ORDER FOR MATERIALS AND/OR EQUIPMENT WILL NOT BE ACCEPTED AS A REASON TO SUBSTITUTE ALTERNATE MATERIALS, EQUIPMENT OR INSTALLATION METHODS. 36. PROVIDE ARC-FLASH HAZARD WARNING LABELS ON ALL AFFECTED ELECTRICAL EQUIPMENT, PROVIDE ARC-FLASH HAZARD WARNING LABELS ON ALL AFFECTED ELECTRICAL EQUIPMENT, INCLUDING SWITCHBOARDS, PANEL BOARDS, INDUSTRIAL CONTROL PANELS, METER SOCKET ENCLOSURES, AND MOTOR CONTROL CENTERS. MARKING SHALL BE LOCATED SO AS TO BE CLEARLY VISIBLE TO QUALIFIED PERSONS. LABEL SHALL BE FACTORY PRE-PRINTED OR MACHINE-PRINTED SELF-ADHESIVE VINYL MATERIAL; UV, CHEMICAL, WATER, HEAT AND ABRASION RESISTANT; PRODUCED USING MATERIALS RECOGNIZED BY UL 969. MINIMUM SIZE: 3.5 BY 5 INCHES.  37. UNLESS OTHERWISE NOTED, ARRANGE, PAY FOR, COORDINATE AND PROVIDE ALL PERMITS UNLESS OTHERWISE NOTED, ARRANGE, PAY FOR, COORDINATE AND PROVIDE ALL PERMITS NECESSARY FOR A COMPLETE AND OPERABLE SYSTEM. 38. ALL WORK IS <N> UNLESS OTHERWISE NOTED.ALL WORK IS <N> UNLESS OTHERWISE NOTED.
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1. CONTRACTOR IS RESPONSIBLE TO OBTAIN A COMPLETE SET OF CONTRACT DOCUMENTS, CONTRACTOR IS RESPONSIBLE TO OBTAIN A COMPLETE SET OF CONTRACT DOCUMENTS, ADDENDA, DRAWINGS, AND SPECIFICATIONS. PRIOR TO SUBMITTING PROPOSAL, CONTRACTOR SHALL EXAMINE ELECTRICAL CONSTRUCTION DRAWINGS AND SPECIFICATIONS AND SHALL HAVE VISITED THE CONSTRUCTION SITE.  HE/SHE SHALL BE FAMILIAR WITH THE EXISTING CONDITIONS UNDER WHICH HE/SHE WILL HAVE TO OPERATE AND WHICH WILL IN ANY WAY AFFECT THE WORK UNDER THIS CONTRACT.  NO SUBSEQUENT ALLOWANCE WILL BE MADE IN THIS CONNECTION IN BEHALF OF THE CONTRACTOR FOR ANY ERROR OR NEGLIGENCE ON HIS/HER PART.  DETERMINE THE SEQUENCE OF CONSTRUCTION THROUGHOUT THE PROJECT, INCLUDING TEMPORARY FACILITIES AND CONNECTIONS REQUIRED FOR THE DURATION OF THE PROJECT. 2. ALL TEMPORARY CONNECTIONS SHALL BE CONSIDERED PART OF THIS CONTRACT AND NO ALL TEMPORARY CONNECTIONS SHALL BE CONSIDERED PART OF THIS CONTRACT AND NO EXTRA CHARGES WILL BE ALLOWED.  THIS SHALL INCLUDE MINOR ITEMS OF MATERIAL OR EQUIPMENT NECESSARY TO MEET THE REQUIREMENTS AND INTENT OF THE PROJECT.   3. THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE SAFETY OF PERSONS AND PROPERTY THE CONTRACTOR SHALL BE RESPONSIBLE FOR THE SAFETY OF PERSONS AND PROPERTY AND SHALL PROVIDE INSURANCE COVERAGE AS NECESSARY FOR LIABILITY, PERSONAL, AND PROPERTY DAMAGE, TO FULLY PROTECT THE OWNER AND ENGINEER FROM ANY AND ALL CLAIMS RESULTING FROM THIS WORK. 4. THE CONTRACTOR SHALL PROVIDE TO THE CITY OF ALAMEDA A CONSTRUCTION SCHEDULE OF THE CONTRACTOR SHALL PROVIDE TO THE CITY OF ALAMEDA A CONSTRUCTION SCHEDULE OF ALL ELECTRICAL WORK. THE CONSTRUCTION SCHEDULE SHALL IDENTIFY ALL SIGNIFICANT MILESTONES WITH COMPLETION DATES. 5. THE CONTRACTOR SHALL MAINTAIN RECORD DRAWINGS AT THE PROJECT SITE INDICATING ALL THE CONTRACTOR SHALL MAINTAIN RECORD DRAWINGS AT THE PROJECT SITE INDICATING ALL MODIFICATIONS TO ELECTRICAL SYSTEMS. THE CONTRACTOR SHALL, AT THE CONCLUSION OF THE PROJECT, PROVIDE A SET OF REPRODUCIBLE (AUTOCAD), ACCURATE AND NEAT "AS-BUILT" DRAWINGS ACCEPTABLE TO THE ENGINEER. 6. THESE DRAWINGS DO NOT REPRESENT THE EXACT LOCATIONS, SIZES OR EXTENT OF UTILITIES THESE DRAWINGS DO NOT REPRESENT THE EXACT LOCATIONS, SIZES OR EXTENT OF UTILITIES ON SITE. CONTRACTOR SHALL TAKE STANDARD PRECAUTIONS FOR WORK IN EXISTING FACILITIES.  7. EXISTING ELECTRICAL WIRING WHICH WILL NOT BE MADE OBSOLETE AND WHICH WILL BE EXISTING ELECTRICAL WIRING WHICH WILL NOT BE MADE OBSOLETE AND WHICH WILL BE DISTURBED DUE TO CONSTRUCTION CHANGES REQUIRED BY THIS CONTRACT SHALL BE RESTORED TO OPERATING CONDITION, AS REQUIRED AND/OR DIRECTED.  WHERE REQUIRED, SHOWN AND/OR DIRECTED, OUTLETS AND CONDUIT RUNS SHALL BE RELOCATED.  IN SOME CASES IT MAY BE NECESSARY TO EXTEND CONDUITS AND PULL IN NEW WIRING OR INSTALL JUNCTION BOXES AND SPLICE IN NEW WIRING OR REPLACE OLD WIRING WITH NEW. 8. CERTAIN REMODELING OF ELECTRICAL FACILITIES WILL BE REQUIRED IN THE EXISTING CERTAIN REMODELING OF ELECTRICAL FACILITIES WILL BE REQUIRED IN THE EXISTING BUILDING.  EXISTING CONDUIT RUNS ARE GENERALLY NOT SHOWN, ALTHOUGH A FULL ATTEMPT HAS BEEN MADE TO SHOW SOME EXISTING CONDITIONS, OF WHICH INFORMATION HAS BEEN TAKEN FROM EXISTING RECORD DRAWINGS AND/OR LIMITED FIELD INVESTIGATIONS.  THE DRAWINGS SHOWING LOCATION OF EXISTING EQUIPMENT, OUTLETS, FIXTURES, ETC., ARE APPROXIMATE ONLY (CONTRACTOR TO FIELD VERIFY). 9. ALL ELECTRICAL MATERIALS AND EQUIPMENT SHALL BE NEW AND SHALL BE LISTED AND ALL ELECTRICAL MATERIALS AND EQUIPMENT SHALL BE NEW AND SHALL BE LISTED AND LABELED BY A NATIONALLY RECOGNIZED TESTING LABORATORY AND SHALL BE INSTALLED AS PER LISTING OR LABELING (IE. MAXIMUM FUSE SIZE MEANS FUSE PROTECTION IS REQUIRED). 10. ALL ELECTRICAL EQUIPMENT AND INSTALLATION SHALL COMPLY WITH THE FOLLOWING ALL ELECTRICAL EQUIPMENT AND INSTALLATION SHALL COMPLY WITH THE FOLLOWING REQUIREMENTS: a. AMERICAN STANDARD ASSOCIATION (ASA) AMERICAN STANDARD ASSOCIATION (ASA) b. AMERICAN NATIONAL STANDARD INSTITUTE (ANSI) AMERICAN NATIONAL STANDARD INSTITUTE (ANSI) c. AMERICAN SOCIETY OF TESTING MATERIALS (ASTM) AMERICAN SOCIETY OF TESTING MATERIALS (ASTM) d. CALIFORNIA CODE OF REGULATIONS TITLE 24 (CCR) CALIFORNIA CODE OF REGULATIONS TITLE 24 (CCR) e. INSTITUTE OF ELECTRICAL AND ELECTRONIC ENGINEERS (IEEE) INSTITUTE OF ELECTRICAL AND ELECTRONIC ENGINEERS (IEEE) f. INSULATED POWER CABLE ENGINEERS ASSOCIATIONS (IPCEA) INSULATED POWER CABLE ENGINEERS ASSOCIATIONS (IPCEA) g. NATIONAL ELECTRICAL MANUFACTURERS ASSOCIATIONS (NEMA) NATIONAL ELECTRICAL MANUFACTURERS ASSOCIATIONS (NEMA) h. NATIONAL FIRE PROTECTION AGENCY (NFPA) NATIONAL FIRE PROTECTION AGENCY (NFPA) i. ALL LOCAL CODE HAVING JURISDICTION ALL LOCAL CODE HAVING JURISDICTION 11. CONTRACTOR IS RESPONSIBLE FOR COORDINATING ALL CROSSINGS ON NEW UTILITIES WITH CONTRACTOR IS RESPONSIBLE FOR COORDINATING ALL CROSSINGS ON NEW UTILITIES WITH THAT OF EXISTING ON SITE AND IN ADJACENT PROPERTIES. NOTIFY THE ENGINEER IMMEDIATELY OF ANY DEVIATIONS OR DISCREPANCIES FROM THIS PLAN. 12. ALL EXTERIOR EQUIPMENT SHALL BE NEMA 3R RATED.  ALL WALL PENETRATIONS TO ALL EXTERIOR EQUIPMENT SHALL BE NEMA 3R RATED.  ALL WALL PENETRATIONS TO EXTERIOR WALLS SHALL BE SEALED WATER TIGHT. 13. PULLING TAPES:  ALL RACEWAY WITHOUT CABLE OR WIRE SHALL BE INSTALLED WITH A PULLING TAPES:  ALL RACEWAY WITHOUT CABLE OR WIRE SHALL BE INSTALLED WITH A MINIMUM 1100 LBS. STRENGTH TEST POLYESTER PULLING TAPE. PULLING TAPES SHALL BE DETECTABLE MULE-TAPE WITH SEQUENTIAL FOOTAGE MARKING. 14. RUN NO MORE THAN 3 CURRENT CARRYING CONDUCTORS IN ANY WIREWAY UNLESS RUN NO MORE THAN 3 CURRENT CARRYING CONDUCTORS IN ANY WIREWAY UNLESS DE-RATING IS APPROVED BY ENGINEER OR SHOWN ON DRAWINGS. 15. ALL BRANCH CIRCUIT CONDUCTORS SHALL BE COPPER, #10 AWG MINIMUM, RATED FOR 600V, ALL BRANCH CIRCUIT CONDUCTORS SHALL BE COPPER, #10 AWG MINIMUM, RATED FOR 600V, USE THWN, 75 DEGREE CELSIUS. ALL CONDUCTORS SHALL BE STRANDED, SOFT DRAWN ANNEALED COPPER WIRE 98% CONDUCTIVITY, BEARING THE UL LABEL. SYSTEM VOLTAGE SHALL BE IDENTIFIED AS TO VOLTAGE AND PHASE CONNECTIONS BY MEANS OF COLOR IMPREGNATED INSULATION OR APPROVED COLORED MARKING TAPE. 16. WHERE MULTI-HOMERUNS ARE INDICATED ON DRAWINGS INDICATING THE SAME CIRCUIT WHERE MULTI-HOMERUNS ARE INDICATED ON DRAWINGS INDICATING THE SAME CIRCUIT NUMBER, PROVIDE A JUNCTION BOX ABOVE THE ACCESSIBLE CEILING AND ROUTE ONE SET OF WIRES TO THE CIRCUIT BREAKER.  17. REFER TO THE SINGLE LINE DIAGRAM FOR THE CONDUIT AND CONDUCTOR SIZES HOMERUN REFER TO THE SINGLE LINE DIAGRAM FOR THE CONDUIT AND CONDUCTOR SIZES HOMERUN TO ELECTRICAL PANELS. CONDUIT RUNS MAY NOT BE SHOWN ON DRAWINGS, BUT ARE PART OF THIS CONTRACT.  18. ALL CONDUIT RUNS INCLUDING STRAIGHT FEEDER AND BRANCH CIRCUIT SHALL BE PROVIDED ALL CONDUIT RUNS INCLUDING STRAIGHT FEEDER AND BRANCH CIRCUIT SHALL BE PROVIDED WITH SUFFICIENT PULL BOXES OR JUNCTION BOXES TO LIMIT THE MAXIMUM LENGTH OF ANY SINGLE CABLE PULL TO 100 FEET. PULL BOXES SHALL BE SIZED PER CODE OR AS INDICATED ON DRAWINGS. LOCATIONS SHALL BE DETERMINED IN THE FIELD OR AS INDICATED ON THE DRAWINGS.  19. FINAL CONNECTIONS TO ALL EQUIPMENT SHALL BE PER MANUFACTURER'S APPROVED WIRING FINAL CONNECTIONS TO ALL EQUIPMENT SHALL BE PER MANUFACTURER'S APPROVED WIRING DIAGRAMS, DETAILS, AND INSTRUCTIONS. IT SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO PROVIDE MATERIAL AND EQUIPMENT COMPATIBLE WITH EQUIPMENT ACTUALLY SUPPLIED. 20. DO NOT COMBINE DIFFERENT SYSTEM VOLTAGES IN SAME CONDUIT (EG., 120/208V VS. DO NOT COMBINE DIFFERENT SYSTEM VOLTAGES IN SAME CONDUIT (EG., 120/208V VS. 277/480V), UNLESS APPROVED BY ENGINEER OR SHOWN ON DRAWINGS.  21. ELECTRICAL SYSTEMS SHALL BE INSTALLED FOR FINAL INSPECTIONS. PROVIDE NEUTRAL TEST ELECTRICAL SYSTEMS SHALL BE INSTALLED FOR FINAL INSPECTIONS. PROVIDE NEUTRAL TEST AND PROOF OF TORQUE DURING FINAL INSPECTION FOR ALL UNITS. FINAL TERMINATIONS OF CONDUCTORS TO ELECTRICAL EQUIPMENT AND DEVICES SHALL BE TORQUE WRENCH TIGHTENED TO THE MANUFACTURER'S RECOMMENDED SPECIFICATION, NO EXCEPTION. 22. CIRCUIT BREAKER TERMINALS IN SWITCHBOARDS AND LOAD CENTER SHALL BE UL LISTED AND CIRCUIT BREAKER TERMINALS IN SWITCHBOARDS AND LOAD CENTER SHALL BE UL LISTED AND APPROVED FOR USE WITH COPPER 75 DEGREE CELSIUS CONDUCTORS. 23. SIZES OF BREAKERS, SWITCHES, FUSES AND FEEDERS ARE BASED ON DESIGNED EQUIPMENT SIZES OF BREAKERS, SWITCHES, FUSES AND FEEDERS ARE BASED ON DESIGNED EQUIPMENT SIZES. THESE SIZES SHALL BE ADJUSTED TO SATISFY REQUIREMENTS OF ACTUAL INSTALLED OR SUBSTITUTE EQUIPMENT. UP SIZING OR DOWNSIZING OF FEEDERS SHALL BE PROVIDED WITHOUT ADDITIONAL COST TO THE OWNER. 24. AS REQUIRED ALL OVERSIZED FEEDERS THAT WERE ADJUSTED IN SIZE TO COMPENSATE FOR AS REQUIRED ALL OVERSIZED FEEDERS THAT WERE ADJUSTED IN SIZE TO COMPENSATE FOR VOLTAGE DROP SHALL BE PROVIDED WITH ADAPTER LUGS OR SPLICE BOX. ADAPTER LUGS SHALL BE PROVIDED IF SIZE IS AVAILABLE.  OTHERWISE PROVIDE CABLE SPLICES IN THE SPLICE BOX TO REDUCE CABLES TO THE MAXIMUM SIZE THAT THE BREAKER LUGS CAN ACCOMMODATE. 25. CONTRACTOR SHALL BE RESPONSIBLE FOR ALL SAW-CUTTING, TRENCHING, BACKFILLING, CONTRACTOR SHALL BE RESPONSIBLE FOR ALL SAW-CUTTING, TRENCHING, BACKFILLING, COMPACTION AND PATCHING OF CONCRETE AND ASPHALT AS REQUIRED TO COMPLETE WORK. USE EXTREME CAUTION WHEN TRENCHING NEAR EXISTING UNDERGROUND UTILITY LINES. CONTRACTOR SHALL PROVIDE ALL REQUIRED CUTTING, PATCHING, PAINTING, AND REPAIRS NECESSARY TO RESTORE DAMAGED SURFACES TO EQUAL OR BETTER THAN ORIGINAL CONDITIONS EXISTING AT THE START OF WORK. 26. ALL ELECTRICAL EQUIPMENT SHALL BE BRACED OR ANCHORED TO RESIST HORIZONTAL FORCE ALL ELECTRICAL EQUIPMENT SHALL BE BRACED OR ANCHORED TO RESIST HORIZONTAL FORCE ACTING IN ANY DIRECTION IN ACCORDANCE WITH THE REQUIREMENTS OF THE LATEST EDITION OF ASCE. ASCE. 27. RIGID GALVANIZED STEEL CONDUIT SHALL BE USED FOR ALL ABOVE GRADE EXTERIOR RIGID GALVANIZED STEEL CONDUIT SHALL BE USED FOR ALL ABOVE GRADE EXTERIOR APPLICATIONS, ALL CONDUITS LARGER THAN 2” TRADE DIAMETER, AND ALL INDOOR CONDUITS  TRADE DIAMETER, AND ALL INDOOR CONDUITS BELOW EIGHT (8) FEET FROM FINISHED FLOOR.  28. ELECTRICAL METALLIC TUBING (EMT) IS ONLY ALLOWED IN INTERIOR LOCATION ABOVE EIGHT ELECTRICAL METALLIC TUBING (EMT) IS ONLY ALLOWED IN INTERIOR LOCATION ABOVE EIGHT (8) FEET FROM FINISHED FLOOR AND WHEN ENTERING A PANEL FROM ABOVE. 29. POLYVINYL CHLORIDE (PVC) SCHEDULE 40 MAY BE INSTALLED BENEATH SLAB AND POLYVINYL CHLORIDE (PVC) SCHEDULE 40 MAY BE INSTALLED BENEATH SLAB AND UNDERGROUND INSTALLATION. INSTALL PVC COATED RIGID STEEL CONDUIT FOR TRANSITION FROM UNDERGROUND TO ABOVE GRADE INSTALLATION.  30. WHEN A DISCREPANCY IN QUANTITY OR SIZE OF CONDUIT, WIRE, EQUIPMENT, CIRCUIT WHEN A DISCREPANCY IN QUANTITY OR SIZE OF CONDUIT, WIRE, EQUIPMENT, CIRCUIT BREAKERS, ETC., ARISES ON THE DRAWINGS OR SPECIFICATIONS, CONTRACTOR SHALL BE RESPONSIBLE FOR PROVIDING AND INSTALLING ALL MATERIAL REQUIRED BY THE MOST STRINGENT CONDITIONS NOTED ON THE DRAWINGS OR IN THE SPECIFICATIONS TO PROVIDE A COMPLETE AND OPERABLE SYSTEM, OR AS DIRECTED BY ENGINEER.  31. PROVIDE PERMANENT IDENTIFICATION (NAMEPLATES) FOR ALL ELECTRICAL PANELS, PROVIDE PERMANENT IDENTIFICATION (NAMEPLATES) FOR ALL ELECTRICAL PANELS, SWITCHBOARDS, MOTOR CONTROL CENTERS, DISCONNECT SWITCHES, TRANSFORMERS, TERMINAL CABINETS, LIGHTS AND PULL BOXES.  32. ALL FINAL ELECTRICAL CONNECTIONS TO OWNER FURNISHED EQUIPMENT SHALL BE MADE BY ALL FINAL ELECTRICAL CONNECTIONS TO OWNER FURNISHED EQUIPMENT SHALL BE MADE BY THE ELECTRICAL CONTRACTOR. 33. ALL SPLICES AND TERMINALS SHALL BE 3M SCOTHCAST CONNECTOR SEALING PACK OR ALL SPLICES AND TERMINALS SHALL BE 3M SCOTHCAST CONNECTOR SEALING PACK OR APPROVED EQUAL. 34. LABEL ALL CONDUIT WHERE IT BEGINS, AND WHERE IT TERMINATES INTO A BOX, PANEL, LABEL ALL CONDUIT WHERE IT BEGINS, AND WHERE IT TERMINATES INTO A BOX, PANEL, DEVICE, LOAD, OR DISCONNECT.  LABEL SHALL BE PERMANENT PRINTED LABELS (DESCRIBING SOURCE, CIRCUIT, AND LOAD) LEGIBLE FROM FLOOR WHERE POSSIBLE (STANDING POSITION). 35. CONTRACTOR'S FAILURE TO ORDER OR RELEASE ORDER FOR MATERIALS AND/OR EQUIPMENT CONTRACTOR'S FAILURE TO ORDER OR RELEASE ORDER FOR MATERIALS AND/OR EQUIPMENT WILL NOT BE ACCEPTED AS A REASON TO SUBSTITUTE ALTERNATE MATERIALS, EQUIPMENT OR INSTALLATION METHODS. 36. PROVIDE ARC-FLASH HAZARD WARNING LABELS ON ALL AFFECTED ELECTRICAL EQUIPMENT, PROVIDE ARC-FLASH HAZARD WARNING LABELS ON ALL AFFECTED ELECTRICAL EQUIPMENT, INCLUDING SWITCHBOARDS, PANEL BOARDS, INDUSTRIAL CONTROL PANELS, METER SOCKET ENCLOSURES, AND MOTOR CONTROL CENTERS. MARKING SHALL BE LOCATED SO AS TO BE CLEARLY VISIBLE TO QUALIFIED PERSONS. LABEL SHALL BE FACTORY PRE-PRINTED OR MACHINE-PRINTED SELF-ADHESIVE VINYL MATERIAL; UV, CHEMICAL, WATER, HEAT AND ABRASION RESISTANT; PRODUCED USING MATERIALS RECOGNIZED BY UL 969. MINIMUM SIZE: 3.5 BY 5 INCHES.  37. UNLESS OTHERWISE NOTED, ARRANGE, PAY FOR, COORDINATE AND PROVIDE ALL PERMITS UNLESS OTHERWISE NOTED, ARRANGE, PAY FOR, COORDINATE AND PROVIDE ALL PERMITS NECESSARY FOR A COMPLETE AND OPERABLE SYSTEM. 38. ALL WORK IS <N> UNLESS OTHERWISE NOTED.ALL WORK IS <N> UNLESS OTHERWISE NOTED.
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1. CONTRACTOR IS RESPONSIBLE FOR PREPARING AND SUBMITTING AN EROSION CONTROL CONTRACTOR IS RESPONSIBLE FOR PREPARING AND SUBMITTING AN EROSION CONTROL CONTROL PLAN FOR REVIEW AND APPROVAL BY PUBLIC WORKS DEPARTMENT.  2. DEMOLITION OF ALL EXISTING LIGHT FIXTURES WITHIN SCOPE OF PROJECT. EXISTING DEMOLITION OF ALL EXISTING LIGHT FIXTURES WITHIN SCOPE OF PROJECT. EXISTING UNDERGROUND CONDUIT TO BE ABANDONED. WHERE EXISTING CONDUIT IS TO BE ABANDONED OR DEMOLISHED, THE CONDUIT SHALL BE REMOVED IF IT IS EXPOSED, CUT AND CAP CONDUIT TO BELOW GRADE.  3. EXISTING CIRCUITS WHICH ARE REMOVED AND NOT REUSED SHALL BE IDENTIFIED ON THE EXISTING CIRCUITS WHICH ARE REMOVED AND NOT REUSED SHALL BE IDENTIFIED ON THE PANEL SCHEDULE AS “SPARE”. SPARE”. . 4. ELECTRICAL CONTRACTOR SHALL COORDINATE WITH THE OWNER PRIOR TO REMOVAL OF ELECTRICAL CONTRACTOR SHALL COORDINATE WITH THE OWNER PRIOR TO REMOVAL OF EXISTING ELECTRICAL EQUIPMENT AND TURN OVER REMOVED EQUIPMENT THAT THE OWNER REQUESTS IN AN “AS-FOUND” CONDITION. AS-FOUND” CONDITION.  CONDITION. 5. ALL DEMOLITION WORK SHOWN, IF ANY, WAS PREPARED FOR THE CONVENIENCE OF THE ALL DEMOLITION WORK SHOWN, IF ANY, WAS PREPARED FOR THE CONVENIENCE OF THE CONTRACTOR. NO REPRESENTATION HAS BEEN MADE THAT ALL ITEMS THAT MAY REQUIRE DEMOLITION HAVE BEEN SHOWN. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO CAREFULLY EXAMINE THE SITE AND THE CONTRACT DOCUMENTS AND TO PERFORM ALL DEMOLITION AND RECONSTRUCTION WHICH MAY BE REQUIRED FOR THE PROPER EXECUTION AND COMPLETION OF THE WORK. 6. CONTRACTOR PRIOR TO START OF CONSTRUCTION SHALL LOCATE ALL UNDERGROUND UTILITIES CONTRACTOR PRIOR TO START OF CONSTRUCTION SHALL LOCATE ALL UNDERGROUND UTILITIES IN AREAS OF WORK.  7. FURNISH AND INSTALL POWER TO ALL NEW LIGHTING FIXTURES AS INDICATED, WHICH FURNISH AND INSTALL POWER TO ALL NEW LIGHTING FIXTURES AS INDICATED, WHICH INCLUDES BUT NOT LIMITED TO: LOCATING EXISTING UTILITIES, TRENCHING, BACKFILL, FOUNDATION, ASPHALT REPAIR AND NEW LIGHTING CONTROL PANELS.  8. BASE BID:  BASE BID:  8.1. AREAS 1 THROUGH 7: DEMOLISH AND REPLACE EXISTING LIGHT FIXTURES AND AREAS 1 THROUGH 7: DEMOLISH AND REPLACE EXISTING LIGHT FIXTURES AND ASSOCIATED NEW UNDERGROUND INFRASTRUCTURE WITH NEW. WILL INCLUDE NEW LIGHTING CONTROL PANEL #1 AND ASPHALT REPAIR.  8.2. AREAS 8 THROUGH 11: REPLACE EXISTING FIXTURES WITH NEW. RE-USE EXISTING AREAS 8 THROUGH 11: REPLACE EXISTING FIXTURES WITH NEW. RE-USE EXISTING LIGHTING CIRCUIT.
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THE CONTRACTOR SHALL PROVIDE PRECONSTRUCTION DIGITAL PHOTOGRAPHS AND VIDEO RECORDINGS PRIOR TO COMMENCEMENT OF WORK ON THE SITE. BEFORE CONSTRUCTION MAY START, CONTRACTOR SHALL DOCUMENT ANY EXISTING CONDITIONS THAT ARE NOT COVERED BY THE CONTRACT DOCUMENTS (DAMAGED CONCRETE, WALLS, LANDSCAPE, ETC.). FAILURE TO DOCUMENT EXISTING DAMAGE WILL RESULT IN CONTRACTOR REPAIRS TO SURFACE TO MATCH ADJACENT AFTER CONSTRUCTION ACTIVITIES. ADDITIONAL PRECONSTRUCTION PHOTOGRAPHS/VIDEOS SHALL BE TAKEN AT LOCATIONS TO BE DESIGNATED BY THE OWNER'S REPRESENTATIVE.   CONTRACTOR SHALL MAKE A VIDEO RECORDING OF ALL PROPOSED ROUTINGS FOR INFRASTRUCTURE WORK, NOTING CONDITIONS OF EXISTING SURFACES AND ADJACENT IMPROVEMENTS. ONE COPY OF COMPLETE VIDEO SHALL BE TRANSMITTED TO THE OWNER'S REPRESENTATIVE.   THE CONTRACTOR SHALL PROVIDE CONSTRUCTION PHOTOGRAPHS SHOWING THE PROGRESS OF THE WORK AND AS MAY BE DIRECTED BY THE OWNER'S REPRESENTATIVE. PHOTOGRAPHS/VIDEOS SHALL BE FORMATTED, IDENTIFIED, AND DELIVERED AS DESCRIBED ABOVE FOR DIGITAL PHOTOS AND VIDEOS.  STARTING ONE MONTH AFTER THE DATE OF THE PRECONSTRUCTION PHOTOGRAPHS AND CONTINUING AS LONG AS THE WORK IS IN PROGRESS, APPROXIMATELY 40 MONTHLY PHOTOGRAPHS SHALL BE TAKEN, CATALOGED AND CROSS REFERENCED TO DRAWINGS/PLANS. ANY WORK TO BE CONCEALED (BURIED, BEHIND WALLS, ABOVE CEILING, BELOW SLAB, ETC.) SHALL BE PHOTO DOCUMENTED AFTER ANY TESTING AND INSPECTION AND PRIOR TO CONCEALING TO CLEARLY INDICATE THE WORK. DOCUMENT ON PLANS THE LOCATION AND ORIENTATION FOR EACH PHOTO DOCUMENTING CONCEALED WORK. FOR FINAL COMPLETION, DOCUMENT ALL PUNCH LIST ITEM COMPLETION BY PHOTOGRAPH OR VIDEO. DELIVER CONSTRUCTION PHOTOGRAPHS AND VIDEOS WITHIN 10 DAYS OF CREATION. ALL PHOTOS AND VIDEOS SHALL BE OF SUFFICIENT QUALITY TO CLEARLY DEPICT WORK.
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ADD ALTERNATE #1  (PHASE 2) 1. AREAS 8 THROUGH 11, CONTRACTOR SHALL PROVIDE ADD ALTERNATE PRICING TO REPLACE AREAS 8 THROUGH 11, CONTRACTOR SHALL PROVIDE ADD ALTERNATE PRICING TO REPLACE EXISTING UNDERGROUND ELECTRICAL INFRASTRUCTURE, WHICH INCLUDES BUT NOT LIMITED TO: CONDUIT, CONDUCTORS, AND ASPHALT REPAIR. ADD ALTERNATE #2  (PHASE 2) 1. CONTRACTOR SHALL PROVIDE ADD ALTERNATE PRICING TO FURNISH AND INSTALL NEW CONTRACTOR SHALL PROVIDE ADD ALTERNATE PRICING TO FURNISH AND INSTALL NEW LIGHTING CONTROL PEDESTAL 'LCP2' LOCATED IN AREA 11. 2. FURNISH AND INSTALL NEW GATE ENCLOSURE AROUND EXISTING SERVICE PANEL AND FURNISH AND INSTALL NEW GATE ENCLOSURE AROUND EXISTING SERVICE PANEL AND LIGHTING CONTROL PEDESTAL. REFER TO DETAILS 6,7,8,9/E-5.2 AND 2/E-5.3.
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PROJECT AUTHORIZATION ROJECT AUTHORIZATION These Construction Documents contained herin, for the ALAMEDA SHORELINE PARK PATHWAY LIGHTING DESIGN have been approved by the City Engineer in accordance with City of Alameda Ordinance No. 3154 and California Government code 830.6 Scott Wikstrom, PE (RCE #56266)             Date City Engineer, City of Alameda, CA
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A. CONTRACTOR TO LOCATE EXISTING LIGHTING TIME CLOCKS. DEVICES CONTRACTOR TO LOCATE EXISTING LIGHTING TIME CLOCKS. DEVICES CONTROLLING THE OUTDOOR LIGHTING SHALL BE REMOVED AND REPLACED WITH NEW. ENSURE EXISTING INTERIOR LIGHTING CONTROLS ARE PROTECTED IN PLACE.  B. OUTDOOR LIGHTING CONTROLS SHALL BE TRANSFERRED TO AND OUTDOOR LIGHTING CONTROLS SHALL BE TRANSFERRED TO AND CONTROLLED BY LIGHTING CONTROL PANELS.  C. NEW LIGHTING CONTACTOR ENCLOSURES SHALL BE LOCATED WITHIN 10 NEW LIGHTING CONTACTOR ENCLOSURES SHALL BE LOCATED WITHIN 10 FEET OF EXISTING POWER PANEL, UON. D. EXISTING PHOTOCELLS SHALL BE REMOVED. EXISTING PHOTOCELLS SHALL BE REMOVED. E. UNDERGROUND PULLBOXES SHALL BE 10"x17" U.O.N.  UNDERGROUND PULLBOXES SHALL BE 10"x17" U.O.N.  F. CONDUIT ROUTING SHOWN IS DIAGRAMMATIC. CONTRACTOR TO COORDINATE CONDUIT ROUTING SHOWN IS DIAGRAMMATIC. CONTRACTOR TO COORDINATE CONDUIT ROUTING WITH OTHER UTILITIES. G. CONTRACTOR SHALL REPAIR ALL SURFACES TO MATCH ADJACENT SURFACES CONTRACTOR SHALL REPAIR ALL SURFACES TO MATCH ADJACENT SURFACES CAUSED FROM DEMOLITION WORK. THIS INCLUDES ASPHALT AND LANDSCAPE. H. ROUTE 2"C. WITH (2)#2 + #6 GND MINIMUM TO EACH LIGHT FIXTURE. DUE ROUTE 2"C. WITH (2)#2 + #6 GND MINIMUM TO EACH LIGHT FIXTURE. DUE TO THE LENGTH OF RUNS FOR EACH CIRCUIT AND DERATING FACTORS RESULTED IN THE INCREASED WIRE SIZES.  I. ALL WIRES SHALL BE RATED THWN U.O.N.  ALL WIRES SHALL BE RATED THWN U.O.N.  J. NEW CONDUITS SHALL CROSS EXISTING PATHS AT CLOSE TO NEW CONDUITS SHALL CROSS EXISTING PATHS AT CLOSE TO PERPENDICULAR AS POSSIBLE.  K. ABANDON CONCRETE LIGHT POLE BASE/FOUNDATION SHALL BE CUT 2FT. ABANDON CONCRETE LIGHT POLE BASE/FOUNDATION SHALL BE CUT 2FT. MIN. FROM FINISH GRADE. BACKFILL AND RESTORE TO MATCH ADJACENT SURFACE CONDITION. L. ABANDON CONDUIT SHALL BE CUT, CAP AND SECURE 12" BELOW GRADE.ABANDON CONDUIT SHALL BE CUT, CAP AND SECURE 12" BELOW GRADE.
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